BCDA

Boses Conversion and
Development Authority

BASES CONVERSION and DEVELOPMENT AUTHORITY
2/F Bonifacio Technology Center, 31st Street Bonifacio Global City, Taguig City
Tel. No. 8575-1700 loc. 1782/1784
Email: gvlovendino@bcda.gov.ph

REQUEST FOR QUOTATION

(Company Name): Date: 21 July 2026
PR #: 0002494

Please quote your lowest price(s) using this form, or your letterhead. Also, take note of the following details:

1) Quotation/s shall be addressed to the Head of Procurement Division. Please indicate Solicitation or Reference No.
2) Send the said quotation/s to BCDA or fax the same at no. 8575-1785 not later than_ 24 July 2026 at 12:00pm.

3) Quotation/s submitted after the set deadline indicated in item no. 2 shall not be accepted/considered.

4) The quotation/proposal shall be properly signed by the authorized representative and/or immediate supervisor.

BCDA reserves the-+Hght to accept or, }’ cject any or all of the quotations, or waive formally therein, or to accept quotation/s
as may be considered most agvantageous to the gov'., or to pursue appropriate legal action should the winning bidde.
ut justifiable reason/s.

Chief/Administrative Officer

TO: BCDA HEAD OF PROCUREMENT L
Per request, below is/are the price(s) of the article(s)/service(s) as indicated under Unit Price:
QTyY UNIT COST TOTAL UNIT COST| TOTAL AMOUNT
@) UNIT DESCRIPTION/SPECIFICATIONS (ex-VAT) (B) VAT (C) D=B+C) (AxD)

AIRCON REPAIRS

PROCUREMENT OF THE SUPPLY AND INSTALLATION OF
ADDITIONAL VOLUME DAMPERS AND VARIOUS
ACCESSORIES FOR THE IMPROVEMENT OF THE
VENTILATION SYSTEM AT THE WEST WING OFFICE.

1 LOT | pLEASE SEE ATTACHED TOR FOR COMPLETE
REQUIREMENTS.

WITH 1 YEAR WARRANTY
WITH 5% RETENTION FEE

ABC PER LOT IS PHP 362,600.00

TOTAL AMOUNT| &

Suppliers are required to submit the following Documentary Requirements upon submission of quotation:

1) Valid Mayor's/Business Permit

2) PhilGEPS Registration No.

3) Notarized Omnibus Sworn Statement

4) Latest Business/Income Tax Return (If the ABC is above 500k)
5) BIR Certificate of Registration (BIR Form 2303)

Note: A) Unnotarized Omnibus Sworn Statement (0SS) is acceptable upon submission of quotation. However, the winning bidder/supplier must submit the duly
notarized Omnibus Sworn Statement (OSS) within 5 working days upon notification of the Notice of Award.

B) Suppliers who have previously submitted the above documentary requirements may no longer require its re-submission except for the Omnibus
Sworn Statement .Noncompliance on the timely submission of OSS is a ground for disqualification.

Terms and conditions:
Price: Inclusive of all applicable taxes and fees
Payment: See attached TOR for reference
Delivery: See attached TOR for reference
Validity of price: one (1) month
WARRANTY: One year

We hereby certify, that we have prepared, checked and reviewed this quotation.
This quotation is valid unless revoked in writing which should be done prior to our receipt of the Purchase Order or Job Order.

Printed Name/Signature/DATE Immediate Supervisor Telephone / Fax Number
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TECHNICAL SPECIFICATIONS

PROCUREMENT FOR THE REPLACEMENT OF MAJOR COMPONENTS OF
VENTILATION AND AIR CONDITIONING AT THE BCDA OFFICE, BONIFACIO
TECHNOLOGY CENTER (BTC)

1. GENERAL REQUIREMENT

f

The Bases Conversion and Development Authority (BCDA) intends to procure the supply,
delivery, installation, testing, commissioning, and restoration of major components of the existing
Heating, Ventilation, and Air-Conditioning (HVAC) System at the BCDA Office located at the
Bonifacio Technology Center (BTC).

The project aims to restore the efficiency, reliability, and operational performance of the existing
HVAC system by replacing defective components, improving airflow distribution, and optimizing
system operation to provide a comfortable working environment for BCDA personnel.

The Contractor shall provide all labor, materials, equipment, tools, transportation, supervision,
testing instruments, consumables, and other incidental requirements necessary for the complete

implementation of the project.

All materials supplied shall be brand new, genuine, unused, free from defects, and compatible
with the existing HVAC system.

SCOPE OF SERVICES

The following items must be supplied, delivered, and installed at all designated airflow units of
HVAC system at BCDA Office:

Scope of Works Purpose

1. Additional supply and | To optimize airflow distribution throughout the West Wing
installation of fifteen (15) | office by providing proper airflow balancing and control,
units of Volume Dampers ensuring efficient air distribution, improved occupant

comfort, and compliance with the intended HVAC design.

2. Relocation of Diffusers To improve conditioned air distribution and ventilation
efficiency by relocating existing air diffusers based on the
revised office layout and operational requirements.

3. Replacement of 2 Units | To restore proper temperature control and operation of the
Defective Thermostat and | HVAC system, ensuring accurate temperature regulation,
Actuator reliable control of air distribution components, improved

occupant comfort, and efficient system performance.




Access

4. Installation of Manhole | To provide safe and convenient access to concealed HVAC

components for future inspection, preventive maintenance,
servicing, and repairs.

Wing Office

5. Air Balancing of the West | To conduct testing, measuring, and adjusting of the HVAC

system to achieve the required airflow rates and ensure
uniform air distribution throughout the office.

The contractor shall perform all necessary testing, adjustments, calibration, and commissioning to
ensure that the installed components operate properly with the existing HVAC system.

3. MINIMUM TECHNICAL REQUIREMENTS

The following minimum technical specifications shall be complied with:

Items

Quantity Unit Brief Specification

Pressure sensor, digital
VAV controller and damper
actuator as communicative
compact solution for
pressure-independent VAV
and CAV systems in the
comfort zone -
NMV-D3-MP

Control (0) 2...10V or via MP-Bus
MP-Bus: Control devices with MP
interface,
Gateway: BACnet/Modbus
e DCV - Fan Optimiser function in
15 units DDC
Conversion of sensor signals
Service socket for operating devices
NFC interface for Smartphone App
Must be compatible with the existing
AHU.

LCD temperature
controlled EXT-T24-D201

e Provides the foundation for modem
single room concepts
LCD with green backlight
Suits 2-pipe system
Proportional output, DC 2...10V

(factory
default)/DC.0...10V/4...20mA
. (600Q)
2 o e Adjustable P-band, I-time and
setpoint range

Sleeping mode available

Last status memory function

Low temperature protection

External sensor included

Must be compatible with the existing
AHU.




o All items/products supplied shall be guaranteed against defects and faulty workmanship
for a period of five (5) years from the date of acceptance.

e All items shall be compatible with the existing system.

e All works specified above must be supervised and attested by authorized BCDA
personnel.

e BCDA through the GSD shall be responsible to secure the necessary work permits and
access to the site. The winning Contractor shall submit the list of its personnel, tools and
equipment prior to the start of the project.

e The Contractor shall submit signed and sealed Electrical and Mechanical Plans in A3 size
for submission to the Building Administration in acquiring the working permit.

4. TECHNICAL REQUIREMENTS

The Contractor shall:

1. Conduct site verification and validation prior to installation.

2. Supply all necessary accessories, fittings, brackets, connectors, wiring, supports, and
incidental materials required for complete installation.

3. Ensure compatibility of all supplied components with the existing system.

4. Perform complete testing, calibration, commissioning, and functional testing after
installation.

5. Conduct air balancing of the affected office areas using calibrated airflow measuring
instruments.

6. Restore all affected ceilings, insulation, finishes, and other architectural works disturbed
during installation to their original condition.

7. Maintain cleanliness of the work area throughout project implementation.

8. Remove and properly dispose of all waste materials generated during the project.

5. WARRANTY

All supplied materials and installed equipment shall carry a minimum warranty period of one (1)
year} from the date of final acceptance against defects in materials, workmanship, and
installation.
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During ﬁle warranty period, the contractor shall replace or repair defective materials and
equipment, including labor and transportation costs, at no additional cost to BCDA.

6. TESTING, COMMISSIONING, AND ACCEPTANCE

Before project acceptance, the contractor shall perform:

Functional testing of all installed controllers and actuators;
Calibration of thermostats and sensors;

Verification of communication functions, where applicable;
Testing of damper operation;

Airflow measurement and balancing;



e Operational testing of the complete HVAC system;
e Demonstration of proper operation to BCDA representatives.

Final acceptance shall only be made upon successful completion of all testing and commissioning
activities and issuance of a Certificate of Completion and Acceptance by BCDA.

CONTRACT DURATION

The duration of the contract shall be for thirty (30) calendar days and shall start immediately upon
receipt of the Notice to Proceed (NTP).

If the Contractor shall fail to achieve the completion of work within the prescribed time, such
extended time shall be allowed subject to the existing rules and approval, otherwise, the
liquidated damages shall be imposed with an amount of at least equal to one-tenth (1/10) of the
one percent (1%) of the cost of the unperformed portion for every day of delay.

APPROVED BUDGET FOR THE CONTRACT

The Approved Budget for the Contract (ABC) is Three Hundred Sixty Two Thousand Six
Hundred Pesos and 00/100 (P362,600.00), inclusive of all applicable taxes and fees, chargeable
against the PPMD - Corporate Operating Budget for repair and maintenance.

MANNER OF PAYMENT
The Contractor shall bill BCDA after the services have been rendered by presenting a complete

and Billing Statement, Certificate of Completion with Acceptance and Warranty Certificate based
on the agreed price with an attached necessary supporting documents.

Prepared by: Checked and reviewed by:
A . PASCUA AUSTIN RAYNINO O. RE!#
AQV, GSD CAO, GSD

MARIA JOSEFINA V. PE
Vice-President, PPMD

General Services Division
BCDA. (T CERCRR CIRTACT TR

S Semens FE2026-2904



